Chapter 5.4
Indoor air quality

This could be you . . .

An engineer began getting headaches late in the day after moving to another building. Air
samples showed that there were vapors in the air because a coworker had used acetone to clean
the office furniture. Make-up air was increased to eliminate the vapor buildup. Workers were
cautioned to use less toxic cleaners whenever possible.

1. Applicability of this chapter

You are required to follow this chapter if you work in or maintain an indoor workspace.

2. What this chapter covers

This chapter describes the steps to take if you suspect an indoor air quality problem. It
doesn’t cover:

a.
b.

Confined spaces (see Chapter 6.10, “Entering confined spaces”).

Ventilation (see Chapters 6.8, “Laboratory safety and health,” and 10.1 “Safety and
health requirements for designing, constructing, and operating facilities”).

Indoor work processes such as welding (see Chapter 8.4, “Welding, cutting, and brazing
safety”).

Soldering (see Chapter 9.4, “Materials that contain lead: how to work with them
safely”).

Using solvents (see Chapter 9.1, “Hazardous materials safety and health”).
Asbestos abatement (see Part 12 of this Handbook, “Asbestos Control Requirements”™).
Other asbestos concerns (see Chapter 5.7, “Asbestos in the workplace™).

3. Indoor air quality

Indoor air quality involves maintaining building heating, ventilation, and air conditioning
(HVAC) systems, controlling airborne contaminant levels, and ensuring acceptable
temperature and relative humidity in buildings. At JSC the acceptable indoor air quality and
comfort standards are:

a.
b.

Comfortable temperature ranges at 50-percent relative humidity (%RH).

(Ref ASHRAE [American Society of Heating, Refrigerating, and Air Conditioning
Engineers] Standard 55): Summer: 73°F to 79°F
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Winter:  68°F to 75°F
c. Comfort relative humidity range: 20 to 60 %RH (Ref OSHA).
d. Carbon dioxide (CO,) is a measure of the amount of fresh air coming into the HVAC

system balanced with the number of occupants and should not exceed 1050 parts per
million (ppm) (Ref ASHRAE Standard 62).

4. How to know when you might have a problem

The most common perceptions of poor indoor air quality are stuffiness and uncomfortable
temperature. While some people may also experience headaches or allergy-like symptoms,
these symptoms could also be related to other causes.

5. Who to call if you suspect a problem

Call the Occupational Health Department at (281) 483-6726 if you suspect poor indoor air
quality. They will send out an inspector to interview you and investigate the problem. They
will report back to your facility manager in writing their findings and recommendations.

6. Fixing an indoor air quality problem

When you request an indoor air study, the results are sent to you and your facility manager.
The facility manager will submit a work order to correct the problem if it involves the
building utilities. Contact your supervisor if the problem involves an operation such as
model building or construction. Schedule all cleaning activities that introduce strong odors
or contaminants when few workers will be in the area.

7. Where you can get more information on indoor air quality
a. You can find these documents at the Occupational Health Department:

1. ASHRAE, 2000 HVAC Systems and Equipment Handbook, 1999 HVAC Applications
Handbook; and 1999 Fundamentals Handbook

2. ASHRAE STD 62.1-2004, “ASHRAE Standard: Ventilation for Acceptable Indoor
Air Quality,” 2004

3. ASHRAE STD 55-2004, “Thermal Environmental Conditions for Human Occupancy,”
2004

4. “Building Air Quality: A Guide for Building Owners and Facility Managers”;
EPA/National Institute for Occupational Safety and Health, 1991

5. “Recommendations for the Management, Operation, Testing and Maintenance of
HVAC Systems: Maintaining Acceptable Indoor Air Quality in Non-Industrial
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6. “Texas Voluntary Indoor Air Quality Guidelines for Government Buildings,” Texas
Department of State Health Services, 2002

b. Federal agencies with more information:

1. U.S. Environmental Protection Agency, Web site on Indoor Air Quality:
http://www.epa.gov/iag/

2. U.S. Consumer Product Safety Commission, Web site http://www.cpsc.gov/, then
search on “Indoor Air Quality”

3. OSHA Web site on Indoor Air Quality: http://www.osha.gov/SLTC/indoorairquality/
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